MONTHLY REPORT OF OPERATION INDIANA DEPARTMENT OF
ENVIRONMENTAL MANAGEMENT

OF WATER TREATMENT PLANT
State Form 34609 (R8 / 12-12)

SystemName_ G S¥ Chiccgo Wates Dept POE ' pwsip number S 295OIL

For the Month of S eptember 2016 IDEM Field Rep /n ahon (’—:\)

Signed fﬁu—mj\“’/ Title P la.t Mga <ger

| certify, under penalty of faw, by this signature that this document was prepared by me, or under my direction. and  Certification Numbet 018556

the information submitted is to the best of my knowledge and belief, true, accurate and complete. / am also aware

that there are significant penalties for itting false infon

PHYSICAL AND CHEMICAL DATA *
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* All parameters are to be expressed in mg/1 except pH and turbidity
DUE BY THE 10TH OF THE MONTH FOLLOWING THE REPORTING PERIOD
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MONTHLY INDIVIDUAL FILTER EFFLUENT (IFE) TURBIDITY MONITORING
State Form 53293 (R2 / 10-13)

(NDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT (IDEM)

OFFICE OF WATER QUALITY ~ DRINKING WATER BRANCH — COMPLIANCE SECTION

INSTRUCTIONS: 1. Individual filters must be monitored continuously recorded every fifteen (15) minutes. Exceedance of the

performance requirement triggers follow-up action (.. it is not a violation).

2 [f there is a failure in the continuous turbidity monitoring equipment, Subpart H systems serving a
population of at least ten thousand (10,000} individuals must conduct grab sampling every four (4) hours
instead of continuous monitoring, but for no more than five (5) working days following the failure of the
equipment Subpart H system serving a population of fewer than ten thousand (10,000) individuals must

conduct grab sampling every four (4) hours instead of continuous monitoring until the turbidimeter is back

in operation. The system has fourteen (14) days to resume continuous monitoring before a violation is

incurred.

The system must report the filter number, turbidity measurements and date(s) on which the exceedance

occurred by the 1 0" of the next month.

When turbidity levels are exceeded in consecutive months, the water system must provide to IDEM all
previous consecutive monthly monitoring forms for which the filter exceeded the levels.

For systems that serves at least 10,000 people

For systems that serves less than 10,000
people

The system must both produce a filter profile within
seven (7) days of the exceedance and report that it
has been produced, or report the cause of the
exceedance (if known). Attach information
identifying every 15-min turbidity reading that
caused the exceedance.

Attach information identifying every 15-min
turbidity reading that caused the exceedance.
Report the cause of the exceedance (if known).
No filter profiling requirements.

'S

The system must both produce a fitter profile for the
filter within seven (7) days of the exceedance and
report that it has been produced, or report the
obvious reason for the exceedance (if known).

Report the cause of the exceedance (if known).

The system must conduct a self-assessment of
the filter within fourteen (14) days of the
exceedance and report that it was conducted.

The system must conduct a self -assessment of
the filter within fourteen (14) days of the
exceedance and report that it was conducted.

xkk

A comprehensive performance evaluation (CPE)
must be arranged no later than thirty (30) days
after the filter exceeded 2.0 NTU for the second
straight month. The CPE must be completed and
the report submitted within ninety (90) days of the
exceedance.

A comprehensive performance evaluation (CPE)
must be arranged no later than sixty (60) days
after the filter exceeded 2.0 NTU for the second
straight month, and must be completed and the
report submitted within 120 days after the final
exceedance.

E/Yes D No Did every individual filter that was in operation have at least 95% of its turbidity
measurements at or below 0.15 NTU this month?

D Yes Ef(o Did any individual filter have a measured turbidity greater than 0.3 NTU in two (2)
consecutive measurements taken fifteen (15) minutes apart this month?

[Q’{es [ ] No Were at least 95% of the turbidity measurements taken at the combined filter effluent

at or below 0.15 NTU during this month?




PWSID # S14S0iL System Name: £33+ Chlicago wist<r DepT]

Treatment Plant Name/Number; Conv€r|+;d~~‘ PO E t| please submit completed forms to:
Address: 3330 AldS Ave lastUncsgo, T

County: (¥ €

OWQ Drinking Water — Mail Code 66-34
100 N. Senate Avenue
Indianapolis, IN 46204-2251

Year

2 0ib

Month
oA

Submitted by:
Pt"/+ﬁ }‘\’Zlu etoj

Fax (317) 234-7436

Total Number of Filters: S
Was each filter monitored continuously? Yeos
Were measurements recorded every fifteen (15) minutes? TeS
Was there any failure of the continuous monitoring equipment? VY

Answer these two questions gnly if there was a failure in the continuous monitoring equipment:
Longest duration for the continuous monitoring equipment failure: hours
Were grab samples collected every four hours?

List filters with

NTU for two consecutive 15-min . . . . Turbidity
Date . . consecutive 15-min consecutive 15-min
consecutive 15-min measurements after R . (NTU)
measurements in 3 measurements in 2
measurements the first 4 hrs of

List filters with
turbidity levels >1.0

*

turbidity levels >0.5
NTU for two

operation
* %

List filters with
turbidity levels >1.0
NTU for two

consecutive months
kK

List filters with
turbidity levels >2.0
NTU for two

consecutive months
KKKk




4 e . IE/LT1 SWTR COMBINED FILTER EFFLUENT TURBIDITY

% State Form 53204 (6-07)
‘ Indiana Department of Environmental Management (IDEM)

INSTRUCTIONS: Please submit completed forms to: IDEM OWQ Drmkmg Water Mail Code 66 34 100 N Senate Ave !ndianapolls IN 46204- 2251
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I hereby certify that all the information submitted herein is true and accurate to the best of my knowledge. '

. Completed By: y%’/#vj; ' Date: ‘C/L /b Reviewed by: /“‘-}I “ > .




CHLORINE AND CHLORAMINES RESIDUAL REPORTING (POE)
State Form 53295 (R/3-12)

indiana Department of Environmental Management (IDEM)

Office of Water Quality - Drinking Water Branch - Compliance Section

INSTRUCTIONS: Please submit completed forms to: IDEM OWQ Drinking Water, Mail Code 66-34, 100 N Senate Ave, Indianapolis, IN 46204-2251,

If you are using chlorine, check the chlorine box above and report free chlorine results.
If you are using chloramines, check the chloramines box above and report total chlorine results.
if residual is below 0.2 for free chlorine or 0.5 for total chlorine below minimum required level, check the box below.
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Note:
As per 327 IAC 8-2-8.8(c), systems serving more than 3,300 customers are required to continuously monitor the residual disinfectant concentration of

the water entering the distribution system and must record the lowest value each day. [f there is a failure in their monitoring equipment, grab sampling
is required every four (4) hours, but for no more than two (2) working days following failure of the equipment.

Certification: ]

All POE residual disinfectant sampling have been properly carried out by me or under my direct supervision following the abproved methods

specified by the rule, as per 327 IAC 8-2-8.7(5). All residual testing equipment has been properly calibrated with a grab samp}e at Igast_ every

five (5) days, as per 327 IAC 8-2-8.7(5)(F). | certify that this system complied with all the rule requirements applicable for this monitoring /

reporting period. ) ﬁ i 1 i
Completed by: P ‘é‘} ¢ Hfa Ids e,"’ ) Signature: =

[ Ool6|] ol (¢

Title: P iq,\ Y Mandegay pate: | | | O
T 7




CHLORINE AND CHLORAMINES RESIDUAL REPORTING (DS)
State Form 53296 (R / 5-12)

Indiana Department of Environmental Management (IDEM)

Office of Water Quality - Drinking Water Branch - Compliance Section

INSTRUCTIONS: Please submit completed forms to. IDEM OWQ Drinking Water, Mail Code 66-34, 100 N Senate Ave, Indianapolis, IN 46204-2251.

PWSID: System Name:

I NIS[LRUS o) | |Z]als|+ [Clh|ricla|glo] Wia|+eir| |Dleip

+

[E‘Chlorine [:] Chloramines (Indicate the residual disinfectant used throughout your distribution system.)

This form must be completed and

submitted to IDEM within the first Monitoring Period (mm/dd/yyyy):

Please submit completed form to:

ten (10) days after the end of the 0 oi / 0 1 / 2 0 l —é; IDEM - Drinking Water Branch

monitoring period in which the

100 N Senate Avenue

samples were collected. Indianapolis, IN 46204-2251

Distribution System Residual

Total Number of Monthly Samples Required:
(Must be equal to the number of Total Coliform Samples Required.)

Number of Disinfectant Residual Samples Collected:

Distribution System Residual Disinfectant Average this month:
(Must be greater than or equal to 0.2 mg/L for free chlorine or 0.5 mg/L for total chlorine and less than or equal to 4.0 mg/L.)

Distribution System Running Annual Average (leave blank if unknown):

Number of Samples where Disinfectant Residual was not Detected:

Percent of Monthly Samples where Disinfectant Residual was not Detected:
(Must not exceed 5.0% as per 327 IAC 8-2-8.6(3).)

C

o

mg/L

mg/L

%

Certification:

Completed by: Lth ‘ < H o0 6% o) Signature:

All residual disinfectant sampling have been properly carried out by me or under my direct supervision following the approved methods specified by
the rule, as per 327 IAC 8-2-8.7(5). All residual testing equipment has been properly calibrated with a grab sample at least every five (5) days, as
per 327 IAC 8-2-8.7(5)(F). 1 certify that this system complied with all the rule requirements applicabls for this monitoring / reporting period.

olllele| !

2

0

N . 7
Title: cJ/ ‘ﬂ t\/‘l. }'n(i N4 ¢ (~ Date: !
7

for Point-of-Entry residual.

Please contact IDEM if Heterotrophic Plate Count (HPC) is being used in lieu of disinfectant residual monitoring.

IMPORTANT NOTE FOR SUBPART H (SURFACE WATER OR GWUDI) SYSTEMS:

Subpart H (surface water or groundwater under direct influence from surface water) systems are also required to complete a separate form




EAST CHICAGO WATER FILTRATION PLANT

Backwash Recycling Record
PWSID 5245012

Sep-16
Recycled Plant Production |[Recycled |[Plant Production %

Date gal/day gal/day gal/min gal/min Recycled
9/1/2016 - 7,440,000 0 5167 0.0%
9/2/2016 267,000 7,460,000 185 5181 3.6%
9/3/2016 - 7,393,000 0 5134 0.0%
9/4/2016 - 7,423,000 0 5155 0.0%
9/5/2016 - 7,431,000 0 5160 0.0%
9/6/2016 376,000 7,347,000 261 5102 5.1%
9/7/2016 309,000 7,284,000 215 5058 4.2%
9/8/2016 149,000 7,310,000 103 5076 2.0%
9/9/2016 - 7,366,000 0 5115 0.0%
9/10/2016 - 7,330,000 0 5090 0.0%
9/11/2016 - 7,364,000 0 5114 0.0%
9/12/2016 333,000 7,362,000 231 5113 4.5%
9/13/2016 198,000 7,304,000 138 5072 2.7%
9/14/2016 135,000 7,324,000 94 5086 1.8%
9/15/2016 - 7,324,000 0 5086 0.0%
9/16/2016 302,000 7,283,000 210 5058 4.1%
9/17/2016 - 7,207,000 0 5005 0.0%
9/18/2016 - 7,286,000 0 5060 0.0%
9/19/2016 273,000 7,244,000 190 5031 3.8%
9/20/2016 242,000 7,216,000 168 5011 3.4%
9/21/2016 113,000 7,183,000 78 4988 1.6%
9/22/2016 232,000 7,182,000 161 4988 3.2%
9/23/2016 125,000 7,197,000 87 4998 1.7%
9/24/2016 - 7,230,000 0 5021 0.0%
9/25/2016 - 7,226,000 0 5018 0.0%
9/26/2016 326,000 7,197,000 226 4998 4.5%
9/27/2016 282,000 7,216,000 196 5011 3.9%
9/28/2016 141,000 7,245,000 98 5031 1.9%
9/29/2016 - 7,049,000 0 4895 0.0%
9/30/2016 292,000 6,957,000 203 4831 4.2%
10/1/2016 #VALUE! #VALUE! #VALUE!




State Form 54186 (2-10)

INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT (IDEM)
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH - COMPLIANCE SECTION

FILTER BACKWASH RECYCLING RULE (FBRR) RECORDKEEPING

MONTH Sep YEAR 2016

PWSID: 5245012 System Name: East Chicago Water Dept.
Plant/POE:
Type of Recycle Stream Indicate Frequency at which flow is returned (or N/A)
Spent Filter Backwash as needed
Thickener Supernatant na
Liquids from Dewatering Process na
Other (specify): na
. . i m
Filter Information Filter Number/ID
1 2 3 4
Average Duration of
Backwash (in minutes) 16 15 15 16
Maximum Duration of
Backwash (in minutes) 16 16 16 16
Average Backwash Flow
(in gpm) 9,385.4 8,033.3 9,400.0 9,041.6
Maximum Backwash Flow
(in gpm) 13,466.6 10,500.0 11,571.4 11,000.0
Run Length Time of Filter
(include units) 122 hrs 115 hrs 129 hrs 126 hrs
o o Head Loss: 0 Head Loss: U Head Loss: [] | Head Loss: 0
g;ltt;;r;:uf::r Terminating Run Time: Run Time: X | Run Time: X | Run Time: X
Turbidity: Turbidity: | Turbidity: & | Turbidity: x
Was treatment or equalization provided to the recycle flows? [1Yes X No

If yes, please complete the following table:

Type of Treatment Provided Before Recycling

Typical Hydraulic Loading Rate (gpm/ftz)

Maximum Hydraulic Loading Rate (gpm/ftz)

Specify Type of Chemical Used

Average Dose of Chemical (mg/L)

Frequency of Chemical Addition

Frequency at Which Solids are Removed

Monthly Amount of Solids Removed

Disposal or Treatment Method Used to Treat the Solids




State Form 54186 (2-10)

FILTER BACKWASH RECYCLING RULE (FBRR) RECORDKEEPING

INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT (IDEM)
OFFICE OF WATER QUALITY - DRINKING WATER BRANCH - COMPLIANCE SECTION

MONTH Sep YEAR 2016

PWSID: 5245012 System Name: East Chicago Water Dept.
Plant/POE:
Type of Recycle Stream Indicate Frequency at which flow is returned (or N/A)
Spent Filter Backwash as needed
Thickener Supernatant na
Liquids from Dewatering Process na
Other (specify): na
. . Filter Number/ID
Filter Information
6
Average Duration of
Backwash (in minutes) 15
Maximum Duration of
Backwash (in minutes) 16
Average Backwash Flow
(in gpm) 9,655.5
Maximum Backwash Flow
(in gpm) 12,4285
Run Length Time of Filter
(include units) 115 hrs
o o Head Loss: O Head Loss: O Head Loss: J | Head Loss: O
girl;ﬁrguf:: r Terminating Run Time: Run Time: O Run Time: ' | Run Time: O
Turbidity: Turbidity: (1 | Turbidity: (1 | Turbidity: ]
Was treatment or equalization provided to the recycle flows? [1Yes X No

If yes, please complete the following table:

Type of Treatment Provided Before Recycling

Typical Hydraulic Loading Rate (gpm/ft®)

Maximum Hydraulic Loading Rate (gpm/ftz)

Specify Type of Chemical Used

Average Dose of Chemical (mg/L)

Frequency of Chemical Addition

Frequency at Which Solids are Removed

Monthly Amount of Solids Removed

Disposal or Treatment Method Used to Treat the Solids




EAST CHICAGO WATER WOREKS
REPORT OF BACTERIOLOGICAL ANALYSES
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NUMBER OF DISTRIBUTION SAMPLES REQUIRED - 3¢
ALL SAMPLES ANALYZED ARE 100 ml. VOLUME

TOTAL NUMBER -OF SAMPLES ANALYZED 30 3455 PENNSYLVANIA AVE.
NUMBER OF COLIFORM POSITIVE o - EAST CHICAGO, IN 46312
I “ENTAGE THAT ARE COLIFORM POSITIVE o /¢ PHONE 219-391-8487
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EAST CHICAGO WATER WORKS
REPORT OF BACTERIQLOGICAL ANALYSES
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P=PRESENT  A=ABSENT

NUMBER OF DISTRIBUTION . SAMPLES REQUIRED - 30
ALIL SAMPLES ANALYZED ARE 100 ml. VOLUME

TOTAL NUMBER OF SAMPLES ANALYZED 30 3455 PENNSYLVANIA AVE.
NUMBER OF COLIFORM POSITIVE - EAST CHICAGO, IN 46312
F CENTAGE THAT ARE COLIFORM POSITIVE__ C7c PHONE 219-391-8487

LABORATORY DIRECTOR f}\*”’/ MW __paTE 10/ ¢ftt  pacE_L oF L



